TA. 96+00

INSTALL:

CONDUIT DUCT BANK, TYPE 3 (105 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-02I2 (105 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- (I05 LF)

STA. 97 +05
INSTALL:

PULL BOX, TYPE 7 (IEA)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV0O5-0212 (10 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- {0 LF)

INSTALL:
6”DIRECTIONAL BORE (140 LF)

CONDUIT NONMETAL, TYPE 3,2% 4 @ 140 LF EACH (560 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02i2 {140 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIiBER, COB- {140 LF)
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CPULL BOX, TYPE T UER) ™~~~ L

f~ OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- {ll0 LF)
INSTALL:

PULL BOX, TYPE 4S (EA}
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CONDUIT, NONMETL, TP 2,2%2 @ 5 LF (10 LF)
O0SP F/0 CABLE, DROP, SM, 24 FIBER (20 LF)
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INSTALL:
CONDUIT DUCT BANK, TYPE 3 (565 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02i2 (565 LF)

OSP ¥/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- (565 LF)

INSTALL:
CONDUIT DUCT BANK, TYPE 3 (290 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02i12 (290 LF)

OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB- (290 LF)

STA. 108 +09
INSTALL: |

PULL BOX, TYPE 7 (EA)

F/G SPLICE, FUSION (144 EA) SPLICE REEL

CABLE NAV05-02i2 REEL #2 TO REEL #3

F/0 CLOSURE, UNDERGROUND, i44 FIBER (EA) -

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02i2 (10 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 24 FIBER, COB~ (IO LF)

_ STA.103 +94
INSTALL:
PULL BOX, TYPE 7 (EA)
. FIBER OPTIC SPLICE, FUSION (20 EA)
FIBER OPTIC CLOSURE, UNDERGROUND, 24 FIBER (IEA)
0SP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-02i2 (0 LF)

CABLE, LOOSE TUBE, SM, 24 FIBER, COB- (I0 LF) _
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TAlB OSP_F/
7] | : GPC TRANS@PDE‘*I)% CABLE, DROP, SM, 24 FIBER (55 LF)
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OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVOS-0212 (10 LE) ~ =~ R
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OR_ELECTRIC POWER SERVICE

CONDUIT, NONMETL, TP 2, 2"{5 LF)
OSP F/0 CABLE, DROP, SM, 24 FIBER (5 LF)

INSTALL:
CONDUIT DUCT BANK, TYPE 3 (420 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, i44 FIBER, NAV05-02i2 (420 LF)
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STA. 99 +5

INSTALL:
VIDEO CAMERA SENSOR ASSEMBLY (IEA) (NIC502)

VDS SYSTEM PROCESSOR, TYPE A (EA)

FIELD SWITCH, TYPE A (IEA)
F/0 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (IEA)

CABINET, TYPE D (IEA) POLE MOUNTED
STRAIN POLE, TYPE IV (EA)

INSTALL:

INSTALL:
INSTALL=

CONDUIT DUCT BANK, TYPE 3 (185 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 44 FIBER, NAVO5-021l i85 LF)

STA. 97 +47
INSTALL:

PULL BOX, TYPE 7 (IEA) _
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-0211 (0 LF)

STA. 99 +29
INSTALL:

INSTALL:
CONDUIT, NONMETAL, TP 2, 2"(325 LF)

FOR. ELECTRIC POWER SERVICE

INSTALL:
6“DIRECTIONAL BORE (160 LF)

CONDUIT NONMETAL, TYPE 3,2%4 @ 160 LF EACH (640 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02i (60 LF)

GRESHAM
"SMITH AND
PARTNTETRBRS

CONDUIT, NONMETL, TP 2,2%2 @ 5 LF (10 LF)
OSP F/0 CABLE, DROP, SM, 24 FIBER (20 LF)

PULL BOX, TYPE 4S (iEA)

CONDUIT, NONMETL, TP 2, 2"(I5 LF)
OSP F/0 CABLE, DROP, SM, 24 FIBER (15 LF)

PULL BOX, TYPE 7 (IEA)
FIBER OPTIC SPLICE, FUSION (20 EA)
FIBER OPTIC CLOSURE, UNDERGROUND, 24 FIBER (IEA)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAY05-02iI(li0 LF)

OSP F/0 CABLE, DROP, SM, 24 FIBER (55 LF)
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STA. 103 +72

INSTALLY
CCTV SYSTEM, TYPE B (1EA) (TMCCAMS503)

VIDEG ENCODER, TYPE A (EA)

FIELD SWITCH, TYPE A (EA) :
F/70 CLOSURE, FDC (RACK MOUNTED), 24 FIBER (EA)

TYPE D CABINET (1EA) POLE MOUNTED ON SIGN
35' TUBULAR EXTENSION MOUNTED ON STRUCTURE

FOVI04 Any3y

‘INSTALL=
CONDUIT DUCT BANK, TYPE 3 (160 LF)
OSP F/C CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-02ii (I6C LF)

DATE

REVISIONS

STA. HO +86

INSTALL:

PULL BOX, TYPE T UEA)

F/0 SPLICE, FUSION (144 EA) SPLICE REEL

CABLE NAVOS-OZIlREEL #2 TO REEL #3

F70 CLOSURE, UNDERGROUND, 144 FIBER (IEA)

OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAVO5-021itl0 LF)

INSTALL: |
CONDUIT DUCT BANK, TYPE 3 (25 LF)
OSP F/0 CABLE, LOOSE TUBE, SM, 144 FIBER, NAV05-021i (25 LF)
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